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 Pen Name  Description Value  Eng Units High Over Range Low Over Range
PAB_S1.TE_54_AR_REAL_C.F_CV O2 filter internal temperature C (F_CV) 185.59 C 188.80 24.50
PAB_S1.AE_151_HAR_REAL_PPM.F... O2 Filter Near Dewpoint Meter ppm (F_CV) 11.2 ppm v/v 3,705.6 9.2
PAB_S1.TE_216_AR_REAL_C.F_CV Molecular Sieve Internal Temperature C (... 202.00 deg C 213.10 18.80
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